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Abstract
With the increasing penetration levels of intermittent and fluctuating energy
sources such as wind generating systems in the electricity grid, resulting
voltage fluctuations and flicker can be expected to become an important
power quality considerations. Due to significant bidirectional power flows
resulting from large renewable power generation systems connected to down-
stream, voltage fluctuations may propagate from downstream to upstream.
The work presented in this paper investigates and characterises flicker emis-
sion and propagation resulting from fluctuating generating sources connected
to a distribution network. Mathematical models are developed for flicker
emission under different generator control strategies and flicker propagation
to upstream network. These emission and propagation characteristics are
investigated and verified using a test network comprised of a wind farm. The
study has revealed that flicker emission characteristics are influenced in a
detrimental manner by the reactive power control strategy of the generator
and the flicker attenuation characteristics are influenced by the various load
∗Corresponding author. Tel +61242213406 Fax. +61242213236
Email addresses: bmdp065@uowmail.edu.au (D. Perera ),
lasantha@uowmail.edu.au ( L. Meegahapola), sarath@uow.edu.au ( S. Perera),
ciufo@uow.edu.au ( P. Ciufo )
1NOTICE: this is the authors’ version of a work that was accepted for publication in
Renewable Energy. Changes resulting from the publishing process, such as peer review,
editing, corrections, structural formatting, and other quality control mechanisms may not
be reflected in this document. Changes may have been made to this work since it was
submitted for publication. A definitive version was subsequently published in Renewable
Energy, [vol. 63, pages 172-180 (Mar. 2014)] DOI:10.1016/j.renene.2013.09.007
Preprint submitted to Renewable Energy April 11, 2015
types connected to the distribution feeder.
Keywords: Doubly-fed induction generator (DFIG), flicker, power factor
control, voltage control, voltage fluctuations, wind generation.
1. Introduction
Existing studies on flicker emission and propagation due to renewable
energy generators (REGs) such as DFIG wind turbines are largely based on
their unity power factor operation [1–9]. Limited research outcomes exist
[5] investigating the dependence of flicker emission on the intermittency of
renewable energy resources and network parameters such as grid impedance
angle, short-circuit capacity of the grid. Modern REGs such as doubly-fed
induction generators (DFIGs) have proven reactive power capabilities [10]
which enable them to operate in various control modes such as power factor
control and voltage control operation. In future, REGs will be required to
operate under different control strategies in order to provide ancillary services
such as reactive power support and system voltage control to the power
network [11]. Only limited studies exist on the impact on flicker emission
when REGs are operating under such control strategies [12].
The existing literature provides a comprehensive understanding on flicker
propagation and attenuation [13–16] in radial networks, essentially related to
fluctuating loads where the active and reactive power flows are unidirectional,
i.e upstream to downstream. In distribution networks with embedded gener-
ation, active and reactive power flow could become bi-directional. Moreover,
the connected loads in such networks can also influence flicker propagation
and attenuation. Although flicker propagation and attenuation associated
with induction motors has been well researched [17, 18], the flicker propa-
gation and attenuation due to other load types such as constant power and
constant current loads have not been adequately addressed. A comprehensive
understanding of flicker propagation and attenuation features of such loads
can help in the effective planning and management of distribution networks
which may have high levels of integrated REGs.
The main objective of the work presented in this paper is to provide a
comprehensive analysis on the impact of reactive power control strategies of
REGs when they provide ancillary services to the network and to study the
influence of different distribution system loads on flicker emission and prop-
agation in radial distribution networks where there is bi-directional power
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flow. Mathematical models are developed and are verified using a simulation
model of a wind farm in DIgSILENT Power Factory software [10], [19–21].
The paper is structured as follows: theoretical analysis on the flicker
emission and propagation under power factor control and voltage control
operation of a REG in general is given in Section 2. Section 3 presents a case
study distribution system verifying the conclusions of Section 2. The response
of the distribution system loads to voltage fluctuations; hence, flicker and
its relationship with flicker emission of the REG is discussed in Section 4
through appropriate mathematical models. The simulation model of Section
3 is further extended in Section 5 to characterise the influence of distribution
system loads on flicker emission and propagation. Conclusions are given in
Section 6.
2. Dependency of Flicker Emission and Propagation on REG Con-
trol Strategies
In order to investigate the impact of a reactive power control strategy
on flicker emission from a REG, a radial network model shown in Fig. 1 is
considered.
Terminal iGrid
Renewable energy 
generator
PCC
VgVs ViRi+jXi
Rg+jXg
Figure 1: Renewable energy generator connected to a radial network
Vs, Vg,Vi, denote the grid voltage, voltage at the PCC of the REG and
voltage at an intermediate terminal i respectively. Due to the intermittent
nature of the renewable energy generator, its active and reactive power out-
put is considered to fluctuate, which leads to fluctuations in the PCC voltage.
The phasor representation of the voltage fluctuation at the PCC is illustrated
in Fig. 2. The convention used in the context of the paper is as follows: when
the REG is supplying both active and reactive power to the network at the
PCC the REG is said to operate at a leading power factor (as shown in Fig.
2). When the REG is supplying active power while absorbing reactive power,
REG is said to operate at a lagging power factor.
Vg,pre, Vg,post are the voltages at the PCC of the generator pre and post
power fluctuation, ∆Ig is the fluctuation in generator current, Rg and Xg are
3
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Figure 2: Vector diagram of the voltage fluctuation due to generator output power fluc-
tuation [22]
the Thévenin resistance and reactance at the PCC of the REG and θ is the
angle of generator real (∆P ) and reactive output power fluctuation (∆Q),
(i.e. arctan(∆Q
∆P
)). The voltage fluctuation ∆Vg at the PCC of the REG is
approximately given by Eq. (1),
∆Vg ≈ ∆Ig · (Rg · cosθ +Xg · sinθ) (1)
The relative voltage fluctuation at the PCC of the REG can be approxi-
mately expressed in terms of ∆P and ∆Q as Eq. (2),∣∣∣∣∆VgVg
∣∣∣∣ ≈ ∣∣∣∣∆P ·Rg + ∆Q ·XgV 2g
∣∣∣∣ (2)
Similarly, considering the intermediate terminal i in the radial distribu-
tion system given in Fig. 1, its relative voltage fluctuation due to fluctuation
of active and reactive power output of the REG can be given by Eq. (3),∣∣∣∣∆ViVi
∣∣∣∣ ≈ ∣∣∣∣∆P ·Ri + ∆Q ·XiVi · Vg
∣∣∣∣ (3)
where the Thévenin resistance and reactance at the ith terminal of the net-
work are Ri and Xi respectively.
Hence, the relative voltage fluctuation transfer coefficient between the
PCC and intermediate terminal i, T∆Vg,i can be written as Eq. (4),
T∆Vg,i ≈
|∆Vi/Vi|
|∆Vg/Vg|
=
∣∣∣∣ ∆P ·Ri + ∆Q ·Xi∆P ·Rg + ∆Q ·Xg · VgVi
∣∣∣∣ (4)
Assuming that the range of frequency of voltage fluctuations is very limited,
the relative voltage fluctuations and relative voltage fluctuation transfer coef-
ficient can be correlated to flicker and flicker transfer coefficient. Therefore,
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the flicker transfer coefficient from the PCC of REG to terminal i of the
network can be approximated by Eq. (4).
According to Eq. (2) and Eq. (4), flicker emission from the REG and
flicker propagation to upstream of a radial network are dependent on active
and reactive power fluctuations and network impedance. The active power
fluctuations depend on the renewable energy source while the reactive power
fluctuations depend on the control strategy of the REG.
The impact of (a) power factor control (b) voltage control and (c) reactive
power dispatch of the REG on flicker emission and propagation are discussed
in the following sections.
2.1. Power Factor Control Mode
Power factor control can be implemented in REGs in which the operating
power factor of the REG is maintained at a fixed value irrespective of output
power fluctuations. Assuming an operating power factor of cosφ for the REG,
where φ is the power factor angle, the fluctuation in real and reactive power
will be such that Eq. (5),
∆Q = ∆P · tanφ (5)
By substituting Eq. (5) in Eq. (2), the relative voltage fluctuation at the
PCC of the REG can be obtained as Eq. (6),∣∣∣∣∆VgVg
∣∣∣∣ ≈ ∣∣∣∣∆P · (Rg + tanφ ·Xg)V 2g
∣∣∣∣ (6)
Note that the angle of generator output active and reactive power fluctu-
ation θ in Fig. 2 is equal to the operating power factor angle φ of the REG
in power factor operation mode, as the pre and post power fluctuation power
factors of the REG are identical. Equation (6) can be further simplified to
Eq. (7), ∣∣∣∣∆VgVg
∣∣∣∣ ≈ ∆SSsc,g · cos(ϕ− φ) (7)
where ∆S, Ssc,g, ϕ are VA output fluctuation of the REG, short-circuit ca-
pacity at the PCC of the REG and the grid impedance angle (arctan(Xg
Rg
))
as seen by the REG respectively. According to Eq. (7), flicker emission by a
REG is dependent on its operating power factor. It can be noted that if the
operating power factor is maintained such that φ = −Π/2 + ϕ, the relative
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voltage fluctuation at the PCC in Eq. (7) would be zero. This ideal obser-
vation results from the approximation made in the derivation of Eq. (1) but
in practice some flicker will exist.
The corresponding relative voltage fluctuation at the intermediate termi-
nal i is given by Eq. (8),∣∣∣∣∆ViVi
∣∣∣∣ ≈ ∣∣∣∣∆P · (Ri + tanφ ·Xi)Vi · Vg
∣∣∣∣ (8)
The flicker transfer coefficient between the PCC of the REG and inter-
mediate terminal i can be written as Eq. (9),
T∆Vg,i ≈
∣∣∣∣Ri + tan(φ) ·XiRg + tan(φ) ·Xg · VgVi
∣∣∣∣ (9)
Assuming Vi ≈ Vg, Eq. 9 can be approximated as Eq. 10,
T∆Vg,i ≈
∣∣∣∣Ri + tan(φ) ·XiRg + tan(φ) ·Xg
∣∣∣∣ (10)
According Eq. (10), flicker propagation from the PCC of the REG to
upstream of the network is dependent on the operating power factor of the
REG. It has to be noted that Eq. (10) leads to greater error when applied for
lagging power factor cases compared to leading power factor cases because of
the cancellation which takes place in both the numerator and denominator
of the RHS of Eq. (10).
2.2. Voltage Control Mode
A voltage control strategy associated with reactive power can also be em-
ployed in REGs for voltage stability improvement and network voltage profile
management. In the voltage control mode, the relative voltage fluctuations
at the PCC should be of zero magnitude. However, due to fast variations of
the power levels associated with REG, the voltage controller of the REG may
not be capable of achieving zero relative voltage fluctuations; hence, leading
to some flicker level at the PCC.
To achieve zero voltage fluctuation at the PCC of the REG the required
theoretical level of ∆Q can be determined as Eq. (11),∣∣∣∣∆VgVg
∣∣∣∣ ≈ ∣∣∣∣∆P ·Rg + ∆Q ·XgV 2g
∣∣∣∣ ≈ 0⇒ ∆Q ≈ −RgXg ·∆P (11)
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Substituting the end result for ∆Q of Eq. (11) in Eq. (3), the relative
voltage fluctuation at the intermediate terminal i of the network can be
written as Eq. (12), ∣∣∣∣∆ViVg
∣∣∣∣ ≈
∣∣∣∣∣∆P · Ri −
Rg
Xg
·Xi
Vi · Vg
∣∣∣∣∣ (12)
According to Eq. (12), there will be no voltage fluctuations at the PCC
when Ri = Rg and Xi = Xg. As the location of interest moves away from the
PCC, the term |Ri− RgXg ·Xi| increases up to a certain point along the feeder
(e.g. transformer secondary) leading to increased flicker levels. Beyond that
point (e.g. on the HV side of the transformer), the term |Ri− RgXg ·Xi| reduces
to a lower value, due to sudden reduction of Xi (e.g. transformer reactance).
Hence, flicker levels would decrease to a relatively a lower value.
2.3. Reactive Power Dispatch Mode
In the reactive power dispatch mode, the REG will dispatch a fixed
amount of reactive power, irrespective of active power fluctuations. Hence,
the voltage fluctuations and flicker will be dependent only on active power
fluctuations. This is similar to unity power factor operation considered in
Section 2.1 because there is no reactive power fluctuations. Therefore, no
further analysis is required.
3. Impact of Wind Farm Control Strategies on Flicker Emission
and Propagation: Case Study
Flicker emission from a wind farm and associated propagation of flicker
to the upstream network was studied using the network shown in Fig. 3
employing different control strategies under varying wind conditions [10]. A
19.5 MW wind farm consisting of 13, 1.5 MW DFIG generators connected
to a 33 kV 15 km long distribution line was modelled in DIgSILENT Power
Factory using an aggregated wind farm model [10], [19–21]. The network
and DFIG machine parameters are given in Appendix Appendix B. A wind
profile with a mean wind speed of 7.5 m/s 2and turbulence intensity of 0.1
was used in the simulations. The short-term flicker severity levels at the PCC
2For a typical wind turbine, the cut in, cut out and rated wind speed is 3.5 m/s, 25 m/s
and 12 m/s respectively [23]. The wind speed of 7.5 m/s was selected for the simulation
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Figure 3: Single line diagram of the MV network
of the wind farm and at the intermediate terminals in the network T T1 to
T T5, MV busbar and HV busbar were measured using a flickermeter [24].
3.1. Power Factor Control Mode
Fig 4 (a)-(b)3 illustrate the flicker emission from the wind farm, when
the wind farm operating over a range of power factors considering the fu-
ture requirement where wind farms are required to provide reactive power
support to the network due to displaced synchronous generators. Flicker
emission at the unity power factor in which most of the existing wind farms
are operated, is significantly less compared to leading power factor opera-
tion as shown from Fig 4 (a)-(b). Furthermore, according to Fig. 4 (a) ,
dependency of flicker emission from the wind farm on the operating power
factor and distribution line X/R ratio as suggested by Eq. (7) is evident. For
a distribution line having a unity X/R ratio, the short-term flicker severity
reaches 0.36 when the wind farm is operating at 0.90 leading power factor.
For the same line the short-term flicker severity is 0.19 if operated at unity
power factor, which further reduces to 0.14 at an operating power of 0.95
lagging. This characteristic can be explained referring to Eq. (6), for a lead-
ing power factor, the term (∆P ·Rg) associated with real power fluctuations
and the term (∆P · tan(φ) ·Xg) associated with reactive power fluctuations
considering the reactive power capabilities of the grid side and rotor side converters of the
DFIG [10]. The selected wind speed ensures that the reactive power capabilities of the
DFIG are not exceeded under high wind gust situations, therefore, the wind farm can be
operated under investigated reactive power control strategies.
3Fig. 4-(a) illustrates the flicker emission from the wind farm when the distribution
line impedance was maintained constant at 0.4242 Ω/km, while the X/R ratio of the
distribution line varies. Fig. 4-(b) illustrates , the flicker emission from the wind farm
when the distribution line impedance was maintained constant, at 0.3 + j0.3 Ω/km, while
the short-circuit capacity of the HV distribution network varies.
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Figure 4: Short-term flicker severity at the PCC of the wind farm for different power
factors when, (a) distribution line X/R ratio varies; (b) short-circuit capacity of the HV
grid varies;
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reinforce each other. On the contrary, for lagging power factors, the influ-
ence of active power fluctuations on voltage is counteracted by the voltage
fluctuations associated with reactive power, thus reducing the resultant rel-
ative voltage fluctuations; hence, the flicker emission. According to Eq. (7),
the voltage fluctuations caused by the active power fluctuations completely
nullifies the voltage fluctuations caused by the reactive power fluctuations
when the operating power factor angle φ is equal to −Π/2 + ϕ; hence, the
relative voltage fluctuations would be zero thus giving rise to zero flicker.
However, this is an ideal outcome that results from the approximation made
in deriving Eq. (1). For an operating power factor of 0.90 lagging, the short-
term flicker severity has increased to 0.18 from 0.14 which results from the
dominance of the voltage fluctuations associated with reactive power fluc-
tuations compared to same corresponding to real power fluctuations (i.e.
∆P · tan(φ) ·Xg > ∆P ·Rg).
Further observations can be made with respect to other distribution line
X/R ratios from which it can be seen that the power factor at which minimum
flicker emission occur depends on the X/R ratio of the distribution line. Due
to the control gains and time delays associated with the DFIG controls the
instantaneous power factor of the wind farm can slightly vary from the fixed
value. This aspect is not considered in derivation of Eq. (7). Therefore, the
power factor at which minimum flicker occurs will be slightly different from
the theoretical value obtained from Eq. (7).
When the wind farm is operating at leading or unity power factors, flicker
emission will decrease in relation to lines having higher X/R ratios. In con-
trast, at lagging power factors the flicker emission can be observed to increase
with the distribution line X/R ratio. For instance, the short-term flicker lev-
els are 0.30, 0.23 and 0.18 respectively for distribution lines with X/R ratios
of 10, 2.5 and 1.0 when the wind farm is operating at a lagging power factor
of 0.90. This characteristic is due to the increased dependency of voltage
fluctuations on reactive power fluctuations; hence, line reactance.
As expected, Fig. 4-(b) illustrates that if the wind farm is connected to
a weak HV grid (i.e. 132 kV network), the flicker levels at the PCC become
marginally higher for a fixed power factor, compared to the case of a strong
HV grid, resulting from the relatively higher grid impedance in the former
case. Moreover, HV grid impedance is mainly reactive. Therefore, short-
term flicker severity levels do not appreciably change at unity power factor
(because the voltage fluctuations are independent of line reactance at unity
power factor) as the short-circuit capacity of the HV grid increases.
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Fig. 5(a) and (b) illustrate the flicker levels at different terminals of the
network for various distribution line X/R ratios for a leading power factor of
0.95 and a lagging power factor of 0.95. For operation at the leading power
factor, flicker levels decrease as the point of observation moves away from the
PCC of the wind farm towards the HV grid irrespective of the distribution
line X/R ratio as expected. However, for the operation at lagging power
factor, the flicker levels do not diminish as the HV grid is approached. For
instance, when the wind farm is operating at the lagging power factor of
0.95 with the distribution line with unity X/R ratio, slightly higher flicker
levels can be observed at the MV busbar compared to downstream interme-
diate terminals. Minimum levels of flicker can be observed at the terminal
T T2. For lagging power factor operation, the voltage fluctuations at the
terminal T T2 due to active power fluctuations (∆P ·Ri) is counteracted by
the voltage fluctuations due to reactive power fluctuations (∆P · tan(φ) ·Xi)
resulting a minimum flicker (according to Eq. (8)). However, at the MV
busbar, the dependency of the voltage fluctuations on reactive power fluc-
tuations is greater than that due to active power fluctuations as Ri < Xi.
Accordingly, the flicker levels at the MV busbar will be greater compared to
that at terminal T T2. In contrast, with higher distribution line X/R ratios,
the voltage fluctuations at intermediate points of the network are mainly de-
pendent on reactive power fluctuations and the effective reactances seen at
those points. Hence, local minimum locations for flicker levels are observed
along the feeder.
Fig. 6 provides a comparison of the flicker transfer coefficients estimated
using Eq. (9) with the values obtained through simulations, for the wind
farm operating with a distribution line having a unity X/R ratio. The es-
timated transfer coefficients are marginally larger than those obtained from
simulations for unity power factor operation where the flicker transfer co-
efficient is essentially governed only by the Thévenin resistance associated
with the fault level at the locations under consideration. This discrepancy
arises as a result of the small amount of reactive power injection/absorption
associated with the wind farm even at unity power factor operation (due to
reactive power controller of the DFIG not being fast enough to respond to
the active power fluctuations) thus affecting the flicker values.
3.2. Voltage Control Mode
Operation of the wind farm whilst maintaining a PCC voltage of 1.05 pu
is considered. According to Fig. 7(a), higher flicker levels are observed at
11
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Figure 5: Short-term flicker severity at different terminals of the network when the wind
farm operating in (a) leading power factor of 0.95; (b) lagging power factor of 0.95;
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Figure 6: Comparison between the estimated values and simulation results of flicker trans-
fer coefficient
the PCC of the wind farm when it is connected to a distribution line with a
low X/R ratio. As an example, for the line with a low X/R ratio of 0.1, the
flicker severity at the PCC decreases from 0.08 to 0.04 when the wind farm
is connected to a distribution line having an X/R ratio of 2.5.
Fig 7(b) illustrates that the flicker emission from the wind farm (mea-
sured at the PCC) has marginally increased for the HV grid with a greater
short-circuit capacity. For instance, flicker level increased from 0.02 to 0.04
(although very small), when the short-circuit capacity of the HV grid in-
creases from 250 MVA to 1000 MVA. The reason for this being that the HV
grid will influence the reactive power fluctuations required to maintain the
PCC voltage at the reference value. For the given case, the reactive power
fluctuations associated with the wind farm to maintain the PCC voltage are
greater when the short-circuit capacity of the HV grid is 1000 MVA than in
comparison to short-circuit capacity of 250 MVA.
In addition, Fig. 7(a) and (b) illustrate that the flicker levels increase
and reach a maximum value as the point of observation moves away from the
PCC of the wind farm which then decrease. This characteristic behaviour
was explained in Section 2-B. As expected, the propagation of flicker to
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upstream network significantly reduces when strong HV grids are utilised for
the connection of wind farms as illustrated in Fig. 7(b).
4. Dependency of Flicker Propagation on Distribution Loads
4.1. Impact of Distribution Load Types on Flicker Propagation
In radial power systems, the upstream to downstream flicker transfer is
dependent on downstream load composition [15]. Consider a radial distribu-
tion network as shown in Fig. 8 where a distribution load is connected to a
fluctuating source by a network impedance. The voltage fluctuation transfer
coefficient between the source and the load, T∆VS,L for the network can be
expressed as Eq. (13)[15],
T∆VS,L ≈
∣∣∣∆VLVL ∣∣∣∣∣∣∆VSVS ∣∣∣ =
∣∣∣1 + ZsZL ∣∣∣∣∣∣1 + ZsZ′L ∣∣∣ (13)
where VS, VL are the magnitudes of the steady-state voltages at source and
load terminals, ∆VS, ∆VL are voltage fluctuations at source and load ter-
minals, ZL is the steady-state impedance of the load, Z
′
L is the dynamic
impedance of the load to small voltage fluctuations and ZS is the impedance
of the supply system (i.e. sum of the steady-state impedances of the trans-
formers and the distribution line). Dynamic impedance of a R-L type load
(i.e. constant impedance load) is approximately equal to its steady-state
impedance, whereas for induction motor loads, dynamic impedance is less
than the steady-state impedance [15]. However, based on the load char-
acteristics (i.e. constant power load, constant current load), the dynamic
impedance of a load can vary from its steady-state impedance value. In the
following sections, the flicker attenuation characteristics of constant power,
constant current, constant impedance and ZIP loads are briefly discussed.
4.1.1. Constant power loads
For the situation as shown in Appendix A, the relative voltage fluctuation
transfer coefficient takes the form of Eq. (14),
T∆VS,L =
∣∣∣∆VLVL ∣∣∣∣∣∣∆VSVS ∣∣∣ =
∣∣∣∣∣1 +
PL·RS+QL·XS
V 2L
1− PL·RS+QL·XS
V 2L
∣∣∣∣∣ (14)
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Figure 7: Short-term flicker severity at different terminals of the network when the wind
farm operating in voltage control mode when, (a) distribution line X/R ratio varies; (b)
short-circuit capacity of the HV grid varies;
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Examination of Eq. (14) indicates that T∆VS,L ≥ 1, for constant power
loads with a lagging power factor. Hence, constant power loads will exacer-
bate the flicker levels at the load terminal when connected to a fluctuating
upstream source by a network impedance.
4.1.2. Constant current loads
Constant current loads will maintain the magnitude of the current con-
stant, irrespective of the load terminal voltage. Thus,
∆VL = ∆VS (15)
Hence T∆VS,L can be written as Eq. (16),
T∆VS,L =
∣∣∣∣1 + PL ·RS +QL ·XSV 2L
∣∣∣∣ (16)
Referring to Eq.(16), T∆VS,L ≥ 1 for constant current loads with lagging
power factor; hence, the flicker will exacerbate at the load terminal as in the
case of constant power loads.
4.1.3. Constant impedance loads
If a constant impedance load with a capacity of PL + jQL is connected
to the load terminal, the fluctuation of load current ∆IL can be written as
Eq. (17),
∆IL ≈ (PL − jQL)
∆VL
V 2L
(17)
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Hence, ∆VL/∆VS can be written as Eq. (18),∣∣∣∣∆VL∆VS
∣∣∣∣ =
∣∣∣∣∣ 11 + PL·RS+QL·XS
V 2L
∣∣∣∣∣ (18)
Therefore, considering Eq. (18) and Eq. (A.9), T∆VS,L can be found to be
equal to unity. Therefore, the flicker levels at the load terminal will remain
equal to that of the source terminal as expected.
4.1.4. ZIP loads
Assume a mix of parallel connected constant power, constant current and
constant impedance loads connected at the load busbar. In this case T∆VS,L
can be written as Eq. (19),
T∆VS,L =
∣∣∣∆VLVL ∣∣∣∣∣∣∆VSVS ∣∣∣ =
∣∣∣∣∣∣
1 + PL·RS+QL·XS
V 2L
1− (K1−K3)·(PL·R+QL·X)
V 2L
∣∣∣∣∣∣ (19)
where K1, K2 and K3 are ratios of capacity of constant power, constant
current and constant impedance loads to the total capacity of the load re-
spectively and K1 +K2 +K3 = 1. Therefore, upstream to downstream flicker
propagation will depend on K1, K2 and K3. Furthermore, when K1 = K3
flicker attenuation characteristics of a ZIP load will be similar to that of a
constant current load.
4.1.5. Induction motor loads
The flicker attenuation characteristics of induction motors are well docu-
mented in [17], [18] where flicker transfer coefficient is shown to be less than
unity for most modulation frequencies in a sinusoidally modulated flicker sce-
nario. However, when the modulation frequency extremely low, the flicker
levels at the source terminals can be magnified [18].
4.2. Impact of Distribution Loads on Flicker Emission from a REG
In order examine the flicker emission and propagation associated with a
REG in the presence of loads distributed along a feeder, consider the radial
feeder discussed in Section 2. A distribution system load with a capacity of
PL+jQL (PL < Pg and QL < Qg, where Pg and Qg are generator active power
and reactive power output respectively) is connected to the intermediate
terminal i in Fig. 1. If the operating power factor angle of the REG and
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load are φg and φL respectively, the steady-state voltage at the PCC can be
written as Eq. (20),
Vg ≈Vs + Ig · (Rg · cosφg +Xg · sinφg)
− IL · (Ri · cosφL +Xi · sinφL)
(20)
where IL and Ig are steady-state load and generator currents. Vg and Vs
are assumed to be in phase. Assuming that the operating power factor of
the generator and load do not change, voltage fluctuation at the PCC of the
REG due to fluctuation of active power ∆P and reactive power ∆Q of the
REG can be given by Eq. (21),
∆Vg ≈∆Ig · (Rg · cosφg +Xg · sinφg)
−∆IL · (Ri · cosφL +Xi · sinφL)
(21)
where ∆IL, ∆Ig are fluctuations of load current and generator current respec-
tively. If the distribution system load is of constant current type, ∆IL ≈ 0.
Hence, the relative voltage fluctuation can be further simplified taking ∆P
and ∆Q into account as Eq. (22),∣∣∣∣∆VgVg
∣∣∣∣ ≈ ∣∣∣∣Rg ·∆P +Xg ·∆QV 2g
∣∣∣∣ (22)
However, according to Eq. (20) the steady-state generator voltage will be
less compared to the case where no distribution system loads are connected.
Thus, the relative voltage fluctuation at the PCC of the REG in Eq. (22)
would be higher compared to that of Eq. (2), leading to increased flicker
emission when constant current loads are connected to the feeder. If the
distribution system load is of the constant power type, ∆IL will not be zero
as |∆Vi| ≥ 0. Therefore, according to Eq. (A.7) and Eq. (21) ∆Vg will be
significant compared to the case of the constant current load; hence, flicker
emission will exacerbate further when a constant power load is connected
to ith terminal. If the distribution system load is of constant impedance
type, flicker emission will be less in comparison to a constant current load
(according to Eq. (21) and Eq. (17)), but will be higher compared to the
case where there is no load connected to terminal i. Following a similar
argument, the flicker level at the ith terminal can be shown to increase when
a load is connected to terminal i.
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In voltage controlled operation of the REG, the reactive power output
of the REG required to maintain the PCC voltage at the reference value
will vary when local distribution system loads are connected to the feeder.
Therefore, the flicker emission of the REG will be impacted. However, due to
the closed loop control in voltage controlled operation, a general conclusion
regarding the impact of distribution load on flicker emission cannot be made.
5. Impact of Distribution Loads on Flicker Emission and Propaga-
tion in a Wind Farm
In order to demonstrate the impact of distribution system loads on flicker
emission and propagation in a distribution network with REG, the MV net-
work discussed in Section 3 was modified by connecting five 11 kV distribu-
tion system loads to intermediate terminals T T1 to T T5 using five 33/11 kV
transformers. The HV network short-circuit capacity and the distribution
line impedance was selected as 500 MVA and 0.3 + j0.3 Ω/km respectively.
Initially, the wind farm was set to operate with a leading power factor
of 0.95 in order to maintain the voltage along the feeder within acceptable
levels [25]. Flicker levels at each busbar were obtained with various load
types connected to intermediate terminals of Fig. 3. The following five
scenarios were considered; (a) with no distribution system loads connected to
the feeder, (b) constant power loads, (c) constant current loads, (d) constant
impedance loads, (e) ZIP loads (K1 = K2 = K3 = 33.33%), each with a
capacity of 3.3 MW at 0.9 lagging power factor (f) induction motors with
3.3 MW at 0.9 lagging power factor. Both active and reactive power demand
of the loads are greater than the wind power generation, hence, there will
be active and reactive power flow from the HV grid. A similar study was
conducted, when the wind farm was operating in voltage control mode with
a reference voltage of 1.0 p.u.
Fig. 9(a) illustrates that the flicker emission from the wind farm has
exacerbated under power factor control operation when the distribution loads
are connected to the network for reasons explained in Section 4. Furthermore,
the flicker levels at intermediate terminals have also increased. For instance,
the flicker levels at all terminals show a 30-40 % increase when constant
power loads are connected to the distribution network. The highest flicker
levels can be observed in the presence of constant power loads in the network
followed by the induction motor loads, constant current loads and constant
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Figure 9: (a) Short-term flicker severity at different terminals when the wind farm oper-
ating at a leading 0.95 power factor for cases (a) - (f); (b) Short-term flicker severity at
different terminals when the wind farm operating at voltage control mode for cases (a) -
(f);
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impedance loads. When ZIP loads are connected to the feeder, flicker levels
are observed to be equal to that of a constant current load as K1 = K3,
reconfirming the conclusions in Section IV-A (4). Furthermore, in contrary
to the common understanding that induction motors aid to attenuate flicker,
flicker levels are seen to increase when induction motors are connected. This
is due to the fact that voltage variations induced by the wind farm are of low
modulation frequencies (generally less than 0.5 Hz), in which flicker is not
attenuated by induction motors.
The flicker level for cases (a)-(f), when the wind farm is operating in volt-
age control mode is given in Fig. 9(b). Flicker emission from the wind farm
has slightly increased when the distribution system loads are connected to
the feeder due to the increased reactive power requirement (hence, increased
reactive power fluctuation) to maintain the PCC voltage, compared to that
of case (a). However, there is no distinguishable difference in flicker levels
for cases (b)-(f). This is because, the voltage fluctuations arise at the PCC
and other terminals do not appreciably differ for cases (b)-(f).
In contrary to the power factor operation, the flicker levels at upstream
terminals MV busbar, T T1, T T2, have slightly reduced when distribution
system loads are connected in voltage control operation. In both operation
modes, there is a flow of the active and reactive power from the HV grid to
the distribution network to cater for the deficiency between the load demand
and wind power generation. Hence, the steady-state voltage at the upstream
terminals (i.e. MV busbar, T T1, T T2) will be slightly higher compared to
the case (a). In power factor control operation the voltage fluctuations due
to power fluctuations will increase when distribution loads are connected as
explained in Section 4.2. Therefore, the relative voltage fluctuations; hence,
flicker will increase when distribution loads are connected compared to that
of case (a), irrespective of the increased steady-state voltages in upstream
terminals. However, in voltage control operation the relative voltage fluctu-
ations would reduce, leading to less flicker in MV busbar to terminal T T3,
compared to that of case (a).
6. Conclusions
This paper presented a detailed analysis on the impacts of reactive power
control strategy of a REG and distribution system loads, in relation to flicker
emission and propagation. The study developed mathematical models to ex-
emplify the flicker emission and propagation which were verified through
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simulations. The flicker emission from REG, under power factor control op-
eration would exacerbate when operating at both leading and lagging power
factors depending on the grid impedance angle. The flicker propagation when
a REG is operating at power factor control mode is also dependent on the
operating power factor, and grid impedance angle at the point of interest.
Furthermore, when the REG is operating in voltage control mode, flicker ob-
served at the PCC of the wind farm would be minimum, however, the flicker
levels at upstream of the network would exacerbate. In the power factor
control mode, the connection of distribution loads to the local feeder can
influence flicker emission from the REG. However, in voltage control mode,
the impact of the distribution loads is largely negated by the closed loop
controller of the REG. Although, the current research is mainly focused on
wind energy generation, the general conclusions would be applicable to any
fluctuating generating source connected to distribution feeders.
In the future, distributed generating sources are required to provide in-
creased ancillary services to the network. Therefore, existing flicker standards
may need to be augmented to facilitate these services from distributed gen-
erators. The work presented in this paper makes contributions towards to
the subject of integration of intermittent energy sources to the grid.
Appendix A. Derivation of relative voltage fluctuation transfer co-
efficient for a constant power load
Assume that a constant power load with a MVA capacity of PL+jQL (load
orientation) is connected to a fluctuating voltage source via a line having an
impedance of RS + jXS. The steady-state source voltage phasor (VS) and
load voltage phasor (VL) can be given by Eq. (A.1),
VS = VL + (RS + jXS)IL (A.1)
IL = (PL − jQL)/V∗L (A.2)
Now assume that VS fluctuates by ∆VS. Accordingly, the load voltage
fluctuates by ∆VL. Therefore,
VS + ∆VS = VL + ∆VL + (RS + jXS)I
′
L (A.3)
I′L = (PL − jQL)/(VL + ∆VL)∗ (A.4)
22
Take V∗L as the reference, therefore, V
∗
L = VL = VL. Assuming that VL,
VS, ∆VS and ∆VL are in phase, ∆VS can be written as Eq. (A.5),
∆VS = ∆VL +Re((RS + jXS)∆IL) (A.5)
where ∆IL can be written as Eq. (A.6),
∆IL = IL − I′L =
PL − jQL
VL
− PL − jQL
VL + ∆VL
(A.6)
Since VL  ∆VL, (V 2L + VL ·∆VL) ≈ V 2L . Hence,
∆IL = (PL − jQL)(
−∆VL
V 2L
) (A.7)
Substitute Eq. (A.7) in Eq. (A.5). Since ∆VS and ∆VL are in phase,∣∣∣∣∆VL∆VS
∣∣∣∣ =
∣∣∣∣∣ 11− PL·RS+QL·XS
V 2L
∣∣∣∣∣ (A.8)
Furthermore, substitute Eq. (A.2) in Eq. (A.1) and rearrange Eq. (A.1),∣∣∣∣VSVL
∣∣∣∣ = ∣∣∣∣1 + PL ·RS +QL ·XSV 2L
∣∣∣∣ (A.9)
Therefore, the relative voltage fluctuation coefficient can be written as
Eq. (A.10),
T∆VS,L =
∣∣∣∆VLVL ∣∣∣∣∣∣∆VSVS ∣∣∣ =
∣∣∣∣∣1 +
PL·RS+QL·XS
V 2L
1− PL·RS+QL·XS
V 2L
∣∣∣∣∣ (A.10)
Appendix B. Network and machine parameters
The network parameters of the HV/MV distribution network in Section 3
and Section 5.
Line parameters:
• impedance of the distribution line 0.4242 Ω/km
• length of the distribution line 15 km
Transformer parameters:
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• 132/33 kV transformer: 31.5 MVA, 50 Hz, 0.0034+j0.1020 pu impedance
• 132/33 kV transformer: 5 MVA, 50 Hz, 0.0048+j0.0698 pu impedance
Induction motor parameters:
• 11 kV, 50 Hz, 3.3 MW, efficiency: 96.2%, rated speed: 1485 rpm,
no. pole pairs: 2, torque at stalling point : 2.68041 p.u. , inertia:
227.8598 kg.m2
Doubly-Fed Induction Generator:
• 1.5 MW, rated stator voltage: 0.69 kV, rated rotor voltage: 1863 V,
rated apparent power: 1667 kW; rated speed: 1800 rpm; no. pole
pairs: 2; stator resistance: 0.01 pu; stator reactance: 0.1 pu; rotor
reactance: 0.1 pu; rotor resistance: 0.01 pu; magnetizing reactance:
3.5pu; generator inertia: 75 kg.m2 turbine inertia: 4,052,442 kg.m2,
shaft stiffness: 83,000,000 Nm/rad
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